[bookmark: _GoBack]Housing & Buildings Committee Staff
Taylor Zelony, Legislative Counsel
Austin Malone, Legislative Counsel
Jose Conde, Senior Policy Analyst
Andrew Bourne, Policy Analyst
Daniel Kroop, Principal Financial Analyst
Rachel Conte, Legislative Analyst



[image: Picture 1]

THE NEW YORK CITY COUNCIL
Andrea Vazquez, Legislative Director

COMMITTEE REPORT OF THE INFRASTRUCTURE DIVISION 
Brad Reid, Deputy Director, Infrastructure Division

COMMITTEE ON HOUSING AND BUILDINGS
Hon. Pierina Sanchez, Chair

October 16, 2024


INT. NO.  429:	By Council Members Sanchez, Brannan, Won, Restler, Farías, Cabán, Ayala, Hanks, Louis, Schulman, Bottcher, Salaam, Brewer, Narcisse, Gutiérrez, Feliz, Gennaro, Salamanca, De La Rosa, Ossé, Powers, Rivera, Banks, Dinowitz, Holden, Krishnan, Moya, Hudson, Menin, Brooks-Powers, Zhuang, Marte, Lee, Avilés, Abreu, Ariola, Paladino, Marmorato, Vernikov and Carr

TITLE:	A Local Law to amend the administrative code of the city of New York and the fuel gas code in relation to periodic inspections of gas piping systems, ordinary plumbing work, reestablishing the plumbing and fire suppression piping contractor license board, piping systems, emergency work, fire suppression piping work, and seizure

ADMINISTRATIVE CODE:	Amends sections 28-105.4.1, 28-105.4.4, 28-318.1, 28-318.2, 28-318.3.1, 28-318.3.2, 28-318.3.4, 28-401.3, and 28-419.1, adds new sections 28-318.3.4.1, 28-417.1, 28-417.1.1, 28-417.1.2, 28-417.1.3, and 28-417.1.4, and repeals sections 28-318.3.5 and 28-318.3.6

FUEL GAS CODE: 	Amends section 101.2.2

INT. NO. 925:	By Council Members Louis, Cabán, Brannan, Schulman, Marte and Sanchez

TITLE:	A Local Law to amend the administrative code of the city of New York, in relation to requiring the inspection of steam radiators in multiple dwellings

ADMINISTRATIVE CODE:	Adds new sections 27-2056.21, 27-2056.22, 27-2056.23, and 27-2056.24



I. INTRODUCTION

On October 16, 2024, the Committee on Housing and Buildings, chaired by Council Member Pierina Sanchez, will hold a hearing on Int. No. 429, sponsored by Council Member Sanchez, in relation to periodic inspections of gas piping systems, ordinary plumbing work, reestablishing the plumbing and fire suppression piping contractor license board, piping systems, emergency work, fire suppression piping work, and seizure, and Int. No. 925, sponsored by Council Member Farah Louis, in relation to requiring the inspection of steam radiators in multiple dwellings. The Committee expects to receive testimony from the Department of Buildings (“DOB”), Department of Housing Preservation and Development (“HPD”), as well as members of the real estate and construction industries, housing advocates, members of the plumbing and steamfitter trades, and other interested members of the public.
II. BACKGROUND
Steam has been a source of heat in New York City for approximately one hundred and fifty years, primarily via steam radiators.[footnoteRef:1] Approximately 80% of residential buildings in New York City are currently heated via steam.[footnoteRef:2] Multiple dwellings are required to have heat from a central heating system and hot water at a constant minimum temperature from a central source of supply.[footnoteRef:3] Additionally, between October 1 and May 31, known as “heat season”, building owners are under an obligation to keep minimum temperatures in dwelling units.[footnoteRef:4] Specifically, between 6 AM and 10 PM, the temperature inside of an apartment must be at least 68 degrees Fahrenheit if the temperature outside is below 55 degrees.[footnoteRef:5] Between 10 PM and 6 AM, the temperature inside the apartment must be above 62 degrees Fahrenheit.[footnoteRef:6] Ensuring compliance with heat laws is an ongoing issue and the Committee last held a hearing on October 30, 2023 on “Preparing for Heat Season.”[footnoteRef:7] Additionally, the most recent annual Mayor’s Management Report (“MMR”) shows the number of heat violations increased from 6,211 issued in Fiscal Year 2023 to 9,204 issued in Fiscal Year 2024.[footnoteRef:8]   [1:  Maria Cramer and Nate Schweber, 11-Month-Old Boy Dies After Being Burned by Steam From Radiator, THE NEW YORK TIMES (January 2024), https://www.nytimes.com/2024/01/19/nyregion/child-dead-leaking-steam-brooklyn.html. ]  [2:  Demystifying Steam, URBAN GREEN COUNCIL (February 2019), https://www.urbangreencouncil.org/wp-content/uploads/2022/08/2019.02.12_demystifying_steam_report.pdf. ]  [3:  N.Y.C. Admin Code §§ 27-2028, 27-2031.]  [4:  N.Y.C. Admin Code § 27-2029.]  [5:  N.Y.C. Admin Code § 27-2029(a)(1).]  [6:  N.Y.C. Admin Code § 27-2029(a)(2).]  [7:  Oversight – Preparing for Heat Season, Committee on Housing & Buildings (N.Y.C. Council 2023), available at https://legistar.council.nyc.gov/LegislationDetail.aspx?ID=6382503&GUID=75644D41-73C1-48FB-8E36-DF92EEC8F113&Options=&Search=. ]  [8:  Office of Mayor Eric Adams, Mayor’s Management Report (Sept. 2024), page 407, available at https://www.nyc.gov/assets/operations/downloads/pdf/mmr2024/MMR-2024-Cover.pdf] 

On December 7, 2016, a faulty radiator in a Bronx apartment released steam into the apartment of sisters Ibanez Ambrose, age 2, and Scylee Vayoh Ambrose, age 1, inflicting both children with fatal hyperthermia and thermal injuries.[footnoteRef:9] At the time, Mayor Bill de Blasio categorized the incident as a “freak accident” and “extraordinary and unprecedented.”[footnoteRef:10] The family of the children had been homeless, and were placed into the apartment on November 1 by the Department of Homeless Services (“DHS”).[footnoteRef:11] Inspectors from DHS had inspected the radiator on November 1 and November 2, and had deemed the apartment safe. Following the incident, the New York Police Department (“NYPD”), DOB, and Administration for Children Services (“ACS”) launched a multi-agency investigation; inspectors determined that a separated valve had caused the steam eruption.[footnoteRef:12]   [9:  William Neuman, J. David Goodman and Nikita Stewart, After Burst Radiator Kills 2 Girls, Investigators Scrutinize Bronx Building (December 9, 2016), available at: https://www.nytimes.com/2016/12/09/nyregion/burst-radiator-ambrose-girls-bronx.html?unlocked_article_code=1.NE4.O4Gx.HW0ikTfy0bfL&smid=url-share ]  [10:  De Blasio Calls Steam Burn Deaths Of Bronx Toddlers ‘Freak Accident,’ Vows ‘Rigorous’ Investigation, CBS New York (December 8, 2016), available at: https://www.cbsnews.com/newyork/news/bronx-toddlers-steam-burn-deaths-investigation/. ]  [11:  Id.]  [12:  William Neuman, Parents of 2 Homeless Girls Scalded to Death by Radiator File Suit, THE NEW YORK TIMES (December 2017), available at: https://www.nytimes.com/2017/12/15/nyregion/homeless-girls-radiator-steam-sue-vayoh.html.  ] 

On January 19, 2024, eleven-month old Binyomin Zachariah died from steam inhalation and thermal burns caused by a similar steam eruption from a leaking radiator in a Brooklyn apartment.[footnoteRef:13] Following the incident, DOB conducted an investigation that determined the connection to the radiator valve was separated, causing steam to release into the bedroom where Binyomin had been sleeping.[footnoteRef:14] Subsequently, DOB issued violations to the property owner’s corporation and ordered the owner to make repairs to the radiator.[footnoteRef:15] Prior to the incident, on December 13, 2022, HPD had conducted an inspection of the apartment, A2, in response to a complaint that  a radiator exhibited peeling and flaking; however, HPD did not issue a violation.[footnoteRef:16]  [13:  Exclusive: Parents of 11-month-old boy killed by steam radiator in Brooklyn apartment push for change, CBS NEW YORK (March 2024), available at: https://www.cbsnews.com/newyork/news/exclusive-parents-of-11-month-old-baby-killed-by-steam-radiator-push-for-change/ ]  [14:  Id. ]  [15:  Id.]  [16:  HPD Online Complaint History for 1323 Avenue I, Brooklyn, New York 11230, available at: https://hpdonline.nyc.gov/hpdonline/building/188146/complaints ] 

Steam for radiators is generated by boilers, and although periodic boiler inspections are required per Article 303 of Title 28 of the Administrative Code,[footnoteRef:17] radiators are not included in the inspection process, and there are no current requirements for separate radiator inspections. DOB oversees the installation and operation of boilers. Building owners are required to conduct an annual inspection of the boiler and file an inspection report with DOB.[footnoteRef:18] If during this inspection there is evidence that a boiler is unsafe, the boiler must be taken out of service immediately.[footnoteRef:19] If any defects are found during the inspection, the owner must correct those defects within 90 days of the initial inspection date and file additional documentation with DOB.[footnoteRef:20]  [17:  N.Y.C. Admin Code § 28-303.2]  [18:  N.Y.C. Admin Code §§ 28-303.2, 28-303.7.]  [19:  N.Y.C. Admin Code § 28-303.6.]  [20:  N.Y.C. Admin Code §§ 28-303.5, 28-303.7.1.] 


III.	BILL ANALYSIS
Below is a brief summary of the legislation being heard by the Committees at this hearing. These summaries are intended for informational purposes only and do not substitute for legal counsel. For more detailed information, the full text of the bills, which are attached below, may be reviewed.
Int. No. 429
	Int. No. 429 would amend the process for gas piping inspections by allowing individuals holding a journeyman plumber registration who have successfully completed a training program acceptable to the department and are under the direct supervision of a licensed master plumber to conduct gas piping inspections. Additionally, this bill would expand the scope of gas piping inspections by requiring an inspection and leak survey for all visually accessible gas lines from the point of entry of gas piping into a building through the point of connection to any appliance that uses gas supplied by such piping. This bill would also amend the reporting requirements connected with such inspections to include abnormal operating conditions that present an immediately hazardous condition.  
This bill would also amend the definition of ordinary plumbing work to include the replacement of household appliances, would amend the definition of emergency work to include work to restore the system to good and working condition without a permit when done to correct an emergency condition, and would amend the definition of piping systems to include appliance connections rather than the outlet of the shutoff valve. Additionally, this bill would remove the exception of plumbing work from the definition of fire suppression piping work, and would reinstate the plumbing and fire suppression license board. Finally, this bill would  expand DOB’s power to seize tools and vehicles when it suspects there is unlicensed or unregistered work occurring.
	This bill would take effect 120 days after becoming law.   
Int. No. 925
	Int. No. 925 would require the annual inspection of steam radiators that are located in apartments where a child under the age of 6 resides and in the common areas of the buildings where such apartments are located. A property owner would be required to present notice to the occupant of each apartment to inquire as to whether a child under the age of 6 resides in the apartment. Additionally, inspection of a steam radiator by a licensed plumber or someone under the supervision of a licensed plumber in any multiple dwelling, regardless of whether a child under the age of six resides therein, would be required within 7 days after a property owner knows or has reason to know about a potential defect or damage of the radiator. After inspection, owners would be required to provide inspection reports to HPD and repair or replace any radiators with damage or a defect. Property owners would be liable for civil penalties for failure to comply with these requirements. 
	This bill would take effect immediately.
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Int. No. 429
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..Title
A Local Law to amend the administrative code of the city of New York and the fuel gas code in relation to periodic inspections of gas piping systems, ordinary plumbing work, reestablishing the plumbing and fire suppression piping contractor license board, piping systems, emergency work, fire suppression piping work, and seizure 
..Body

Be it enacted by the Council as follows:
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1

Section 1. Section 28-105.4.1 of the administrative code of the city of New York, as amended by local law number 77 for the year 2023, is amended to read as follows: 
§ 28-105.4.1 Emergency work. Work that would otherwise require a permit may be performed without a permit to the extent necessary to relieve an emergency condition and to restore the system to a good working condition. An application for a permit shall be submitted within 2 business days after the commencement of the emergency work and shall include written description of the emergency condition and the measures undertaken to mitigate the hazard. Emergency work may include but shall not be limited to:
1. Erection of sidewalk sheds, fences, or other similar structures to protect the public from an unsafe condition.
2.	Stabilization of unsafe structural conditions.
3.	Repair of gas leaks.
4.	Repair or replacement of heating appliances or [hot water] equipment [servicing education or residential occupancies] from October 1 through May 31. 
5.	Replacement of parts required for the operation of a [combined] standpipe or sprinkler system.

§ 2. Section 28-105.4.4 of the administrative code of the city of New York, as amended by local law number 77 for the year 2023, is amended to read as follows:
§ 28-105.4.4 Ordinary plumbing work. The following ordinary plumbing work may be performed without a permit, provided that the licensed plumber performing such work: (i) provides a monthly report listing completed work and work in progress during the preceding month, including the block, lot and address of each job, a description of the work performed or in progress at each address, and the location in each building where the work was performed or is in progress; (ii) pays the fees for such work in accordance with this code; and (iii) submits to the department a certification that the work was performed in accordance with this code and all applicable laws and rules. Ordinary plumbing work shall include: 
1. The removal of a domestic plumbing system not connected to a fire suppression or fire protection system, or the removal of a portion of such system. 
2. The relocation of up to two plumbing fixtures within the same room to a maximum of 10 feet (3048 mm) distant from the original location, except in health care facilities. 
3. The installation, replacement or repair of a food waste grinder (food waste disposal), dishwasher, instant hot water dispenser, icemaker, coffee machine, or secondary back flow preventer and the replacement or repair of a sump pump. 
4. The [replacement of closet bends] repair components of a plumbing appliance or plumbing appurtenance or the replacement of a plumbing appurtenance. 
5. In buildings classified as residential occupancy groups occupied by five families or fewer [in occupancy group R-2 occupied by fewer than six families or in buildings in occupancy group R-3], the replacement of a gas water heater or a gas-fired boiler with a capacity of 350,000 BTU (103 kW) or less where the existing appliance [gas cock] shutoff valve is not moved, provided that the plumber has inspected the chimney and found it to be in good operational condition. In buildings classified as residential occupancy groups occupied by three families or fewer, the replacement of a gas furnace with a capacity of 350,000 BTU (103 kW) or less where the existing appliance shutoff valve is not moved, provided that the plumber has inspected the chimney and found it to be in good operational condition.
6. The repair or replacement of any non-gas, non-fire suppression piping not longer than [10] 25 feet ([3048] 7620 mm) inside a building, or connected piping previously repaired or replaced under this provision. 
7. The repair or replacement of any non-gas, non-fire suppression branch piping after the riser shutoff valve, including the replacement of fixtures[, limited to two bathrooms and one kitchen per building per monthly reporting period]. 
8. The replacement of [flexible gas tubing no greater than 4 feet (1219 mm) in length located downstream of the existing gas cock to an appliance, provided such gas tubing does not penetrate a wall] an appliance connector serving the following domestic gas appliances: ranges, ovens, stoves, barbecues, and clothes dryers where the existing appliance shutoff valve remains and replacement shall be in accordance with this code and the New York City Fuel Gas Code. The existing appliance shutoff valve shall be accessible and in god working condition with no noticeable corrosion or deterioration.
9. The replacement of the following domestic gas appliances: ranges, ovens, stoves, barbecues, and clothes dryers where the existing appliance shutoff valve remains and when such appliance replacement is in accordance with this code and the New York City Fuel Gas Code. The existing appliance shutoff valve shall be accessible and in good working condition with no noticeable corrosion or deterioration.
§ 3. Section 28-318.1 of the administrative code of the city of New York, as amended by local law number 138 for the year 2021, is amended to read as follows:
§ 28-318.1 General. Commencing January 1, 2019, building gas piping systems, other than gas piping systems of buildings classified in occupancy group R-3, shall be periodically inspected in accordance with this article.
	Exceptions:
1. As part of the inspection, if it is determined that a [A] building [that] contains no gas piping and is not currently serviced by a utility for gas, [for which the owner of such building has submitted to the commissioner, in a form and manner determined by the commissioner, a certificate of] a registered design professional, a licensed master plumber, or an individual under the direct and continuing supervision of a licensed master plumber with appropriate qualifications under section 28-318.3.1, [or a person satisfying other qualifications that the commissioner may establish,] shall submit, in a form and manner determined by the commissioner, certification that such building contains no gas piping.
2. As part of the inspection, if it is determined that a [A] building [that] contains gas piping but [that] is not currently supplied with gas, a registered design professional, a licensed master plumber, or an individual under the direct and continuing supervision of a licensed master plumber with appropriate qualifications under section 28-318.3.1, shall submit, in a form and manner determined by the commissioner, certification that such building is not currently supplied with gas. [that does not contain any appliance connected to any gas piping and that complies with section 28-318.3.5.]
	§ 4. Section 28-318.2 of the administrative code of the city of New York, as added by local law number 152 for the year 2016, is amended to read as follows:
§ 28-318.2 Frequency of inspection. An inspection of a building's gas piping system shall be conducted at periodic intervals as set forth by rule of the commissioner, but such inspection shall be conducted at least once every five years.
	Exceptions:
1. If the New York state public service commission adopts a revised rule or other requirement for periodic inspections of service lines, as defined in section 255.3 of title 16 of the New York codes, rules and regulations, with a frequency other than five years, the commissioner may, by rule, require that the periodic inspections required by this article be conducted with such frequency.
2. The initial inspection for a new building shall be conducted in the tenth year after the earlier of (i) the issuance by the department of a letter of completion or, if applicable, a temporary or final certificate of occupancy for such building or (ii) the date such building was completed as determined by department rule.
	§ 5. Section 28-318.3.1 of the administrative code of the city of New York, as added by local law number 152 for the year 2016, is amended to read as follows:
§ 28-318.3.1 Inspection entity. Inspections of gas piping systems shall be conducted on behalf of the building owner by a licensed master plumber or by an individual holding a journeyman plumber registration issued in accordance with article 409 of chapter 4 of title 28 and working under the direct and continuing supervision of a licensed master plumber, with appropriate qualifications as prescribed by department rule but shall include successful completion of a training program acceptable to the department. The department shall require proof of such qualifications on any report and certification as required under section 28-318.3.3.
	§ 6. Section 28-318.3.2 of the administrative code of the city of New York, as added by local law number 152 for the year 2016, is amended to read as follows:
§ 28-318.3.2 Scope. At each inspection, in addition to the requirements prescribed by this article or by the commissioner, all [exposed] visually accessible gas lines from point of entry of gas piping into a building[, including building service meters, up to individual tenant spaces] through the point of connection to any appliance that uses gas supplied by such piping, shall be inspected for evidence of [excessive atmospheric corrosion or piping deterioration] abnormal operating conditions that represent [has resulted in a dangerous condition, illegal connections, and non-code compliant installations] immediately hazardous conditions, illegal connections, or non-code compliant installations. The inspection entity shall also [test] conduct a leak survey of all visually accessible gas lines from the point of entry of gas piping into a building through the point of connection to any appliance that uses gas supplied by such piping to determine if there is any indication of a gas leak. Public [public] spaces, hallways, and corridors [, and mechanical and boiler rooms with a portable combustible gas detector] on floors that contain gas piping or gas utilization equipment shall also be leak surveyed. [to determine if there is any gas leak, provided that such testing need only include public spaces, hallways and corridors on floors that contain gas piping or gas utilization equipment.] The leak survey shall be conducted utilizing an instrument approved for leak surveys by the New York state department of public service. The scope of the inspection shall be in compliance with part 255 of title 16 of the New York state codes, rules and regulations.
Exception: Other than as required to provide access to a point of entry location, gas piping 	or gas utilization equipment located inside of a dwelling unit, as defined by section 202 of the New York city building code, shall not be required to be inspected.
	§ 7. Section 28-318.3.4 of the administrative code of the city of New York, as added by local law number 152 for the year 2016, is amended to read as follows:
§ 28-318.3.4 Reporting and correction of [unsafe or hazardous condition.] abnormal operating conditions that present an immediately hazardous condition. If an inspection reveals [any of the following conditions,] an abnormal operating condition presenting an immediate hazard, the inspection entity shall immediately take safety actions to protect life or property. T[t]he inspection entity shall notify the building owner, the utility and the department immediately and the building owner shall immediately take action to correct such condition in compliance with the New York city construction codes.[:
	1. A gas leak;
	2. Evidence of illegal connections or non-code compliant installations; or
	3. Any other condition which (i) if verified by a utility company or utility corporation, 	would constitute a class A condition as described in part 261 of title 16 of the New York 	codes, rules and regulations or (ii) constitutes an imminently dangerous condition]
	§ 8. Article 318 of chapter 3 of title 28 of the administrative code of the city of New York is amended by adding a new section 28-318.3.4.1 to read as follows:
§ 28-318.3.4.1 Reporting and correction of abnormal operating conditions that do not present an immediate hazard. If an inspection reveals an abnormal operating condition that does not present an immediate hazard, the inspection entity shall:
1. For abnormal operating conditions occurring on service piping, the inspection entity shall follow the requirements under part 261 of title 16 of the New York state codes, rules, and regulations, and follow the applicable utility procedures. The conditions shall be noted on the inspection form submitted to the department.
2. For abnormal operating conditions occurring downstream of the point of delivery, the inspection entity shall notify the department in a manner prescribed by the department as well as the utility in a manner prescribed by the utility. The inspection entity shall note the conditions on the report form. For abnormal operating conditions that do not pose an immediate hazard, where the remediation of which could potentially increase risk of a piping system failure or would require a shutdown of the gas piping system, the department shall notify the building owner of the abnormal operating condition while allowing for it to remain in service. The department shall determine by rule the corrective work that will be required to remediate the conditions. Gas service shall only be interrupted when necessary to eliminate an immediate hazard to life or property. The department shall notify the local gas utility company and the building owner of the decision prior to taking such action. The building owner shall take action to correct such conditions in compliance with the New York city construction codes. For conditions that are classified as non-hazardous and are permitted to remain in service, the owner shall remediate those conditions in accordance with department rule. If the department determines that no remedial work is required, that information shall be noted on the report form by the inspection entity.
	§9. Section 28-318.3.5 of the administrative code of the city of New York is REPEALED.
	§ 10. Section 28-318.3.6 of the administrative code of the city of New York is REPEALED.
§ 11. The definition of “FIRE SUPPRESSION PIPING WORK” set forth in section 28-401.3 of the administrative code of the city of New York, as amended by local law 126 for the year 2021, is amended to read as follows:
FIRE SUPRESSION PIPING WORK. The installation, maintenance, repair, modification, extension, or alteration or testing of a fire suppression piping system in any building in the city of New York. [Fire suppression piping work shall not include plumbing work.]

	§ 12. Chapter 4 of title 28 of the administrative code of the city of New York is amended by adding a new article 417 as follows:
ARTICLE 417
BOARDS

§ 28-417.1 Plumbing and fire suppression piping contractor license board. The commissioner shall appoint annually and may remove in his or her discretion each member of a plumbing a fire suppression piping contractor license board that shall have as its purpose the following:
1. To advise the commissioner regarding the character and fitness of applicants for certificates of competence and licenses who have passed the required examination.
2. To advise the commissioner regarding allegations of illegal practices on the part of licensed master plumbers, licensed master fire suppression piping contractors, master plumber businesses or master fire suppression piping businesses.
3. To advise the commissioner regarding plumbing and fire suppression piping practices, code applications, regulations and legislation.
4. To perform such other responsibilities as may be requested by the commissioner and as set forth in rules promulgated by the department.

§ 28-417.1.1 Removal. The commissioner may remove any member of the license board and shall fill any vacancy therein.

§ 28-417.1.2 Membership. Membership of the board shall consist of:
1. Two officers or employees of the department;
2. Five licensed master plumbers, three of whom shall be selected from nominees of the New York city contracting plumbing association whose members perform the largest dollar value of work within the city and one of whom shall be the holder of a class A or class B master fire suppression piping contractor license. The two remaining licensed master plumber board member positions shall be from the next largest plumbing association in the city of New York. 
3. Two licensed master fire suppression piping contractors, both of whom shall hold a class A license and shall be selected from nominees of the New York city sprinkler/fire suppression piping contractors association whose members perform the largest dollar value of work within the city;
4. A registered journeyman plumber from the organization representing the largest number of registered journeyman plumbers; 
5. A registered journeyman fire suppression piping installer from the organization representing the largest number of registered journeyman fire suppression piping installers;
6. An engineer having at least five years experience in the planning or design, and installation, of plumbing systems;
7. An architect;
8. An engineer who is a full member of the society of fire protection engineers;
9. Two officers or employees of the fire department representing the fire commissioner; and
10. A real estate owner or manager or representative thereof.

§ 28-417.1.3 Organization of the board. A member of the board who is an officer or employee of the department representing the commissioner shall serve as chairperson and all members shall serve without compensation. Nine members including the chairperson, who shall be entitled to vote, shall constitute a quorum of the board for the transaction of business. In the absence of a member or in the event of a vacancy, an alternate member of the board, may vote in the place and stead of the member for whom he or she is the alternate or on account of whom the vacancy exists. Alternate members shall be appointed and removed at the commissioner’s discretion. All actions shall be conducted by majority vote except as otherwise provided, and the board shall keep minutes of its proceedings and records of its investigations. Except as otherwise determined by the chairperson, the board shall meet at least once a month.

§ 28-417.1.4 Advisory and support personnel. The board may request the commissioner to appoint duly authorized representatives to conduct investigations and other activities incidental to the functions of the license board. Such appointees shall be non-voting members of the committee to which they are appointed, and may include personnel who are not department employees who shall serve without compensation. In addition the commissioner may designate such employees of the department as the commissioner deems necessary to the service and support of the license board.

	§ 13. Section 28-419.1 of the administrative code of the city of New York, as amended by 126 of 2021, is amended to read as follows:
§ 28-419.1. General. The vehicles and tools used in connection with unlicensed or unregistered activity at [the] any work site [of a new residential structure containing no more than three dwelling units] shall be subject to seizure and forfeiture. 

	§ 14. Section 101.2.2 of the New York city fuel gas code, as amended by local law number 141 for the year 2013, is amended to read as follows:
§ 101.2.2 Piping systems. These regulations cover piping systems for natural gas. High pressure natural gas installations at pressures of 15 psig (103.4 kPa gauge) or above shall also comply with the requirements of Appendix G of this code. Coverage shall extend to the [outlet of the appliance shutoff valves] connections with the appliances. Piping system requirements shall include design, materials, components, fabrication, assembly, installation, testing, inspection, operation and maintenance.
	
	§ 15. This local law takes effect 120 days after it becomes law. 
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Int. No. 925

By Council Members Louis, Cabán, Brannan, Schulman, Marte and Sanchez
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A Local Law to amend the administrative code of the city of New York, in relation to requiring the inspection of steam radiators in multiple dwellings
..Body

Be it enacted by the Council as follows:
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Section 1. Subchapter 2 of chapter 2 of title 27 of the administrative code of the city of New York is amended by adding a new article 15 to read as follows:
ARTICLE 15
INSPECTION OF STEAM RADIATORS
§ 27-2056.21 Definitions. For the purposes of this article, the following terms have the following meanings:
Common area. The term “common area” means a portion of a multiple dwelling that is not within a dwelling unit and is regularly used by occupants for access to and egress from any dwelling unit within such multiple dwelling.
Covered dwelling unit. The term “covered dwelling unit” means any dwelling unit where a child under the age of 6 resides.
Covered multiple dwelling. The term “covered multiple dwelling” means a multiple dwelling in which there is at least 1 steam radiator.
Inspector. The term “inspector” means a licensed master plumber, or an individual under the direct and continuing supervision of a licensed master plumber, that conducts inspections of steam radiators pursuant to this article.
Steam radiator. The term “steam radiator” means a heat exchanger that is a component of a central heating system that uses steam to provide heat to rooms. 
§ 27-2056.22 Owner’s responsibility to inspect. a. At least once per year, the owner of a covered multiple dwelling where there is at least 1 covered dwelling unit shall cause an inspection to be conducted of all steam radiators located in all covered dwelling units and common areas within the covered multiple dwelling. In addition, the owner of a covered multiple dwelling shall cause an inspection to be conducted of a steam radiator within 7 days after the owner knows or has reason to know of a potential defect or damage of the steam radiator, including when an occupant makes a complaint concerning the steam radiator or the department issues a notice of violation or orders the correction of a violation relating to the steam radiator. Any inspection conducted pursuant to this subdivision shall be conducted by a licensed master plumber, or an individual under the direct and continuing supervision of a licensed master plumber.
b. When conducting an inspection pursuant to subdivision a of this section, the inspector shall (i) test the integrity of each component of the steam radiator to determine if it is in safe operating condition and (ii) do a visual inspection for indicators of possible defects or damage of the steam radiator, including, but not limited to, leaking water, browning floors or walls, signs of corrosion on the steam radiator or its surrounding surfaces, any other evidence of water damage, and looseness of the steam radiator valves.
c. If an inspection reveals a defect or damage of the steam radiator, the inspector shall notify the tenant, the owner and the department within 48 hours. The owner shall correct such condition within 14 days of the inspection. If an inspection reveals that any steam radiator is in a condition that is likely to be hazardous to life or safety, the owner shall take the steam radiator out of service within 24 hours of such inspection and must repair or replace the steam radiator within 7 days of the inspection.
d. An owner who fails to have inspections conducted or to remediate damages, defects, or hazardous conditions in accordance with this section shall be liable for a civil penalty of not more than $1,000. 
§ 27-2056.23 Owner’s inspection report. a. No later than March 1 of each year, the owner of a covered multiple dwelling shall file a signed record with the department that reports all steam radiator inspections completed within the previous calendar year. Such record shall include, for each steam radiator inspection:
1. The address of the building;
2. The dwelling unit or common area where the steam radiator is located and the location of the steam radiator within the dwelling unit or common area; 
3. The name and address of the inspector;
4. The date of inspection;
5. The results of the inspection, including the status of the integrity of each component of the steam radiator, any noted visual indicators of possible defects or damage of the steam radiator, and if a condition likely to be hazardous to life or safety was determined to be present; and
6. If applicable, any actions taken to remediate a defect, damage, or hazardous condition. 
b. An owner who fails to file a signed record with the department in accordance with this section shall be liable for a civil penalty of not more than $500. 
§ 27-2056.24 Notification to tenants. a. All leases offered to tenants in covered multiple dwellings shall contain notice, conspicuously set forth therein, which advises tenants of the obligation of the owner of the covered multiple dwelling to inspect steam radiators in dwelling units where a child under the age of 6 resides. 
	b. Each year, an owner of a covered multiple dwelling shall, no earlier than January 1 and no later than January 16, present to the occupant of each dwelling unit in such multiple dwelling a notice inquiring as to whether a child under the age of 6 resides therein. Such notice shall be presented as provided for in subdivision c of this section, and shall, at minimum, be in English and Spanish. Notice given pursuant to subdivision e of section 27-2056.4 shall satisfy the requirement of notice in this subdivision.
	c. The owner may present the notice required by subdivision b of this section by delivering the notice by any one of the following methods:
1. By first class mail, addressed to the occupant of the dwelling unit;
2. By hand delivery to the occupant of the dwelling unit; or
	3. By enclosure with the January rent bill.
d. Upon receipt of such notice, the occupant shall have the responsibility to deliver by February 15 of that year, a written response to the owner indicating whether or not a child under the age of 6 resides therein. If, subsequent to the delivery of such notice, the owner does not receive such written response by February 15, and does not otherwise have actual knowledge as to whether a child under the age of 6 resides therein, the owner shall notify the department of that circumstance no later than March 1 of that year.
e. An owner who fails to present notice in accordance with this section shall be liable for a civil penalty of not more than $500. 
§ 2. This local law takes effect immediately.
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